
NEX-MB-XX (10152) To Novar IOM-2 Wiring Diagram

Programming Note:
Station 16 = Contact Closure Inputs
Use MTN NO for Relay Actions

Green Led’s show programming for:
CCI 1 To Turn on Output 1 of Board 1
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